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1.0
Purpose
To establish a procedure for fire alarm system repairs and replacements.

2.0
Organization(s) Affected
North Myrtle Beach Public Safety (Operations, Plan Review, and Fire Prevention Divisions), Fire Alarm Installation and Maintenance Companies, Property Owners
3.0
References 
South Carolina Fire Prevention Code, 2018 edition, Sections 102.1, 105.7.3, 107.2.2, 907

National Fire Protection Association (NFPA) 72, National Fire Alarm Code, 2018 edition 

4.0
Definitions

Unless otherwise expressly stated, the following definitions shall, for the purposes of this technical bulletin, have the meanings as defined below.
4.1
Maintenance shall be defined as the periodic testing, cleaning, adjustment, and operation required to ensure that the system will operate as specified in the referenced standards.

4.2 Repair and replacement shall be defined as the necessary corrections to achieve compliance    as specified in the referenced standards.

4.3 
Applicability. 

The provisions of this code shall apply to all buildings, structures, premises and conditions that pose danger of fires, explosions, or related hazards within this jurisdiction.  The provisions of this code shall apply equally to existing as well as new buildings, structures, premises and conditions, except that existing buildings, structures, premises and conditions which complied with the minimum safety standards of the code in effect at the time of construction or installation and which have been properly maintained shall be deemed as complying with this code.  Only those violations to the technical provisions of the code which create an imminent safety to life hazards and/or which may create delays in the exiting of the building’s occupants are required to be corrected.  When the present building code requires certain safety to life requirements for existing buildings, those requirements shall apply. (SCFPC 102.1)

4.4       Like for Like Replacement. Replacing a device or alarm panel with the same model number, manufactured by the same manufacturer. In the case of a model being discontinued, use the model identified as a replacement for the previous model by the same manufacturer (ex.  Fire lite MMX-1 replaces Fire lite MMX).Where a replacement model is not available, then a suitable device can be selected from the FACP equipment manufacturer’s compatibility list in the installation manual.

4.5       Record drawings (as built) shall comply with SCFPC 2018 and NFPA 72.A.5.1.1          (2018)
4.6       FACP is defined as Fire Alarm Control Panel.

4.7       NAC is defined as Notification Appliance Circuit.

4.8       SCFPC is defined as South Carolina Fire Prevention Code, 2018 edition.

5.0
Requirements
5.1
Construction permits are required for the installation of or modification to fire alarm and detection systems and related equipment. Maintenance as defined in 4.1 and performed in accordance with the referenced codes is not considered a modification and does not require a permit. (SCFPC, 105.7.3, 901.2).

5.1.1 Repair or Replacement of fire alarm devices (like for like, 6 or less devices)

a. Repair or Replacement of fire alarm devices (like for like) not to exceed 6 devices. (i.e. smoke detector, pull station, module, etc…)

(This exclusion is subject to approval of the Fire Marshal)

b. Permit required: (Walk in Permit) No plan submittal required.

5.1.2 Repair or Replacement of fire alarm devices (like for like, 7 or more devices)

a. Repair or Replacement of more than 6 devices (like for like)

b. Repair or Replacement of NAC power supply expander (like for                             like)

c. Repair or Replacement of FACP (like for like)

d. Permit required: Submit documents required in 5.2.A. (SCFPC                              901.2) 

5.1.3 Expansion or Replacement of fire alarm systems.

a. Addition of new devices to system.

b. Replacement of FACP and devices (conventional to addressable)

c. Permit required: Submit documents required in 5.2.B (SCFPC 901.2)

5.2
Items required for plan review:
A. Required for 5.1.2 above:

1. Completed permit application

2. Original record of completion(s) for system (SCFPC 907.18)

3. As built drawings (record drawings) and equipment specifications for original system (IFC 907.19)

4. Original Construction documents (City of NMB approved) may be submitted in place of item 3 as built drawings.(SCFPC,907.1.1)

5. Required documents for fire alarm inspection as listed on City of NMB web-site.

B. Required for 5.1.3 above:

1. Completed permit application

2. Fire alarm plan (Professional Engineer sealed)

3. Fire alarm specifications

4. Required documents for fire alarm inspection as listed on City of North Myrtle Beach web-site

5. As-built drawings, voltage drop, and battery calculations are required at time of Fire alarm inspection.

6. The code official shall have the authority to require additional documents and information when deemed necessary. (SCFPC 901.2)
